For an AC-stacked photovoltaic (PV) inverter system with N cascaded inverters, existing control methods require at least N communication links to acquire the grid synchronization signal. In this paper, a novel decentralized control is proposed. For N inverters, only one inverter nearest the point of common coupling (PCC) needs a communication link to acquire the grid voltage phase and all other N − 1 inverters use only local measured information to achieved fully decentralized local control. Specifically, one inverter with a communication link utilizes the grid voltage phase and adopts current control mode to achieve a required power factor (PF). All other inverters need only local information without communication links and adopt voltage control mode to achieve maximum power point tracking (MPPT) and self-synchronization with grid voltage. Compared with existing methods, the communication link and complexity is greatly reduced, thus improved reliability and reduced communication costs are achieved. The effectiveness of the proposed control is verified by simulation tests.
(1) It reduces the communication links to a great extent compared with existing control methods.
Only one communication link is needed. Thus, system reliability is greatly improved and communication cost is reduced; (2) It achieves voltage self-synchronization with grid voltage with no need for PLL;
(3) It can achieve a desirable unity PF or a required non-unity PF; (4) It achieves MPPT of all cascaded inverters under symmetrical conditions and partial shading; (5) It is available under grid voltage sag and grid frequency fluctuation.
The rest of this paper is organized as follows: In Section 2, the system configuration is described and the mathematical model of the AC-stacked PV inverter system is derived. In Section 3, the proposed control method is presented and analyzed in detail. In Section 4, simulation results under different conditions are provided to verify the effectiveness of the proposed control. Conclusions are finally drawn in Section 5. To make this paper clearer, variables and parameters used in this paper are listed in the nomenclature below.
System Modeling
The configuration of the AC-stacked PV inverter system studied in this paper is shown in Figure 1 . The whole system consists of n series-connected PV inverter units, where each inverter has an independent output LC filter. These AC-stacked inverters are then connected to the utility grid directly without a step-up transformer. In each PV inverter unit, local PV panels are directly tied to the input port of an inverter. This type of system architecture aims to integrate LV distributed PV generators into the power grid directly with high energy conversion efficiency. Moreover, this topology makes it possible for distributed or decentralized control to be realized since output of each inverter is at AC line frequency. In Figure 1 , V1~Vn and δ1~δn are amplitudes and phase angles of the inverters' output voltages. Vg and δg represent amplitude and phase angle of the grid voltage, respectively. Vp and δp are voltage amplitude and phase at the PCC. Lline is the line inductance, its amplitude and angle are denoted as |Lline| and θline. iPV1~iPVn and udc1~udcn represent the PV output currents and PV output voltages. L1~Ln and C1~Cn are the parameters of output LC filters. From Figure 1 , the output active power and reactive power of i-th (i = 1, 2, …, n) inverter, which are denoted as Pi and Qi, can be calculated as * Re 2 
There is a factor 1/2 in Equations (1) and (2) because Vi, Vp and Vg are all amplitude values, instead of RMS (Root Mean Square) values. For this AC-stacked PV inverter architecture, the voltage at the PCC is the sum of u1~un: 
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Schematic Overview of the Proposed Decentralized Control
The overall schematic overview of the proposed decentralized control is presented in Figure 2 . It is noted that only one communication link is needed to transmit the grid voltage phase to inverter#1. Inverter#1 is controlled as a current source to carry out PF regulation and track its maximum power point (MPP). Inverter#1 can achieve a desired PF according to practical requirements. All other In Figure 1 , V 1~Vn and δ 1~δn are amplitudes and phase angles of the inverters' output voltages. V g and δ g represent amplitude and phase angle of the grid voltage, respectively. V p and δ p are voltage amplitude and phase at the PCC. L line is the line inductance, its amplitude and angle are denoted as |L line | and θ line . i PV1~iPVn and u dc1~udcn represent the PV output currents and PV output voltages. L 1~Ln and C 1~Cn are the parameters of output LC filters. From Figure 1 , the output active power and reactive power of i-th (i = 1, 2, . . . , n) inverter, which are denoted as P i and Q i , can be calculated as
V p e jδ p − V g e jδ g |L line |e jθ line *
There is a factor 1/2 in Equations (1) and (2) because V i , V p and V g are all amplitude values, instead of RMS (Root Mean Square) values. For this AC-stacked PV inverter architecture, the voltage at the PCC is the sum of u 1~un :
By substitution of Equation (3) into Equations (1) and (2), P i and Q i are derived as
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Schematic Overview of the Proposed Decentralized Control
The overall schematic overview of the proposed decentralized control is presented in Figure 2 . It is noted that only one communication link is needed to transmit the grid voltage phase to inverter#1. Inverter#1 is controlled as a current source to carry out PF regulation and track its maximum power point (MPP). Inverter#1 can achieve a desired PF according to practical requirements. All other inverters are controlled as voltage sources locally and independently to achieve MPPT and self-synchronization. They need only local information and they need no grid synchronization signal.
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Figure 2.
Overall control framework of the proposed method.
Proposed Decentralized Control
The control diagram of inverter#1 is shown in Figure 3 . Inverter#1 is controlled as a current source to serve as a current regulation unit for the AC-stacked PV inverter string while tracking its MPP. The front-end DC-link voltage reference u is provided by the MPPT controller. In order to realize the desired PF, the line current phase reference is determined by the grid voltage phase θg from a PLL. Then the output current reference g i * is synthesized by g I * , θ * and θg. θ * is the system PF angle, which is set according to the practical PF requirement. Thus, the proposed method can achieve different PFs by setting different values of θ * . Finally, the line current is regulated to its reference value by a proportional (PR) controller. 
The control diagram of inverter#1 is shown in Figure 3 . Inverter#1 is controlled as a current source to serve as a current regulation unit for the AC-stacked PV inverter string while tracking its MPP. The front-end DC-link voltage reference u re f dc1 is provided by the MPPT controller. In order to realize the desired PF, the line current phase reference is determined by the grid voltage phase θ g from a PLL. Then the output current reference i * g is synthesized by I * g , θ * and θ g . θ * is the system PF angle, which is set according to the practical PF requirement. Thus, the proposed method can achieve different PFs by setting different values of θ * . Finally, the line current is regulated to its reference value by a proportional (PR) controller. For inverter#i (i = 2, 3, …, n), the detailed control diagram is presented in Figure 4 . Inverter#i is responsible for building up the voltage at the PCC while outputting its maximum power available. The proposed control for inverter#i aims to achieve self-synchronization and MPPT without communication links. As shown in Figure 4 , the core of proposed control is designed as
where Vi and ωi represent the output voltage amplitude reference and angular frequency reference of inverter#i respectively. Vg and ω* are the rated grid voltage amplitude and rated grid angular For inverter#i (i = 2, 3, . . . , n), the detailed control diagram is presented in Figure 4 . Inverter#i is responsible for building up the voltage at the PCC while outputting its maximum power available. The proposed control for inverter#i aims to achieve self-synchronization and MPPT without communication links. As shown in Figure 4 , the core of proposed control is designed as
where V i and ω i represent the output voltage amplitude reference and angular frequency reference of inverter#i respectively. V g and ω* are the rated grid voltage amplitude and rated grid angular frequency. u dci is the front-end DC-link voltage of inverter#i and u re f dci is the DC-link voltage reference provided by MPPT controller. K Pi and K Ii are the proportional and integral (PI) coefficients of the DC-link voltage controller. θ i and θ* are real-time PF angle of inverter#i and its reference. θ* can be flexibly set according to the system PF requirement. K Pi and K Ii are the proportional and integral coefficients of the frequency controller. The designed frequency controller can realize frequency self-synchronization with the grid frequency. For inverter#i (i = 2, 3, …, n), the detailed control diagram is presented in Figure 4 . Inverter#i is responsible for building up the voltage at the PCC while outputting its maximum power available. The proposed control for inverter#i aims to achieve self-synchronization and MPPT without communication links. As shown in Figure 4 , the core of proposed control is designed as
where Vi and ωi represent the output voltage amplitude reference and angular frequency reference of inverter#i respectively. Vg and ω* are the rated grid voltage amplitude and rated grid angular As the DC-link voltage controller is a PI regulator, V i can be regulated autonomously to form the voltage at the PCC and match the grid voltage. In this way, the proposed method is adaptable even when grid voltage sag happens. Additionally, Equation (7) must hold in steady state:
Equation (7) reveals that MPPT operation is ensured in steady state. On the other hand, Equation (8) must hold in steady-state:
In other words, Equation (9) must hold to reach a steady state:
Since frequency controller is a PI controller, Equation (10) must hold in steady state.
This indicates that the frequency of each inverter will be synchronous with grid frequency in a steady state and the output voltage of each inverter will be in phase with grid voltage in a steady state. Moreover, From Equations (6)-(10) and Figure 4 , MPPT of inverter#i is achieved by regulating its output voltage amplitude and self-synchronization with grid voltage is achieved by adjusting the output angular frequency according to its own PF angle. No communication links are involved and PLL is not needed.
Steady-State Analysis and Self-Synchronization Mechanism
According to the description in Section 3.2, the proposed method is adaptable under grid voltage sag and grid frequency fluctuation. On the other hand, it can also meet different PF requirements. In practical PV grid-connected applications, unity PF is often required. So, we take the unity PF condition as an example to analyze the control mechanism. Similar analysis can also be adapted in other non-unity PF conditions.
With the proposed control for PV inverter#1, the line current is regulated and becomes in phase with the grid voltage in steady state to satisfy the unity PF requirement. As the line current is a common signal for all the AC-stacked PV inverters, inverter#i (i = 2, 3, ..., n) can thus self-synchronize its output voltage with the grid voltage indirectly by synchronizing its output voltage with the line current locally. So, we set sinθ* = 0 in Equation (6) for inverter#i to synchronize with grid voltage under unity PF operation requirement.
The detailed self-synchronization mechanism in Equation (6) can be illustrated by Figure 5 .
• Initially, the system is operating in steady-state. The steady-state phasor diagram is shown in Figure 5a . Output voltages of inverter#2~inverter#n, line current and the grid voltage are all in phase in a steady state. Small amount of reactive power consumed by the line impedance is compensated by inverter#1 and unity PF of this grid-connected system is ensured; • When disturbances occur, power angle of inverter#i will change. For example, θ i > 0 as shown in Figure 5b . According to Equation (6), the angular frequency reference ω i = (ω * − k i sin θ i ) < ω * . And thus the relative angular frequency between u i and u g is:
As a result, θ i will decrease until θ i = 0 and self-synchronization of inverter#i is achieved; • Similar analysis can be applied to the condition where θ i < 0 occurs as shown in Figure 5c . From the analysis above, self-synchronization of u i with the grid voltage u g is achieved with the proposed control. 
Simulation Results
To verify the correctness and effectiveness of the proposed control method, four simulation tests in different operation conditions are conducted. The simulation model consists of three AC-stacked PV inverters. Simulation parameters are listed in Table 1 . 
Symbol
Value
4000 μF --
Symmetrical Condition and Partial Shading
To evaluate the steady-state and dynamic performances of the proposed control, both symmetrical condition and partial shading condition are simulated. Before t = 2s, the symmetrical operation condition is simulated. At t = 2s, different partial shadings are imposed on PV inverter#2 and PV inverter#3 simultaneously. Simulation results are shown in Figure 6 .
Before t = 2s, the output active power of the inverters P1, P2 and P3 are equal in Figure 6a , since the system operates under symmetrical conditions. In Figure 6c , steady-state DC-link voltages of all the inverters are the same, which indicates all PV inverter units operates at MPP. In Figure 6b , output voltages of inverter#2 and inverter#3 are identical, while output voltage of inverter#1 is a little different to compensate the line reactive power. After t = 2s, P2 drops from 1500 W to 1400 W and P3 drops to 1200 W while P1 stays unchanged in Figure 6a , because different shadings are imposed on inverter#2 and inverter#3 simultaneously. The DC-link voltages udc2 and udc3 drop to different steadystate values accordingly, shown in Figure 6c , still operating at the MPP. In Figure 6b , u2 and u3 are still in phase while their amplitudes are different, owing to their different maximum power outputs. In addition, amplitude of u1 is the highest, because it generates the highest active power and compensates the line reactive power to regulate system PF. Figure 6d shows that the line current and grid voltage are always in phase in different steady states. So, unity PF of the system is achieved in both symmetrical and partial shading conditions. Moreover, the steady-state line current amplitude after t = 2s is smaller than the current amplitude before t = 2s, since total active power injected to the grid is smaller when partial shading happens. Output voltages in transient states are shown in Figure  6e , the output voltages of the inverters response immediately according to the control algorithm in Equation (6) . Grid voltage and line current in transient states are presented in Figure 6f . It is clear that the amplitude of the transient line current transient is not too high and the phase angle of line current is also in phase with the grid voltage. So, required unity PF is ensured in the transient state.
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Simulation Results
To verify the correctness and effectiveness of the proposed control method, four simulation tests in different operation conditions are conducted. The simulation model consists of three AC-stacked PV inverters. Simulation parameters are listed in Table 1 . Table 1 . Simulation Parameters.
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Symmetrical Condition and Partial Shading
Before t = 2s, the output active power of the inverters P 1 , P 2 and P 3 are equal in Figure 6a , since the system operates under symmetrical conditions. In Figure 6c , steady-state DC-link voltages of all the inverters are the same, which indicates all PV inverter units operates at MPP. In Figure 6b , output voltages of inverter#2 and inverter#3 are identical, while output voltage of inverter#1 is a little different to compensate the line reactive power. After t = 2s, P 2 drops from 1500 W to 1400 W and P 3 drops to 1200 W while P 1 stays unchanged in Figure 6a , because different shadings are imposed on inverter#2 and inverter#3 simultaneously. The DC-link voltages u dc2 and u dc3 drop to different steady-state values accordingly, shown in Figure 6c , still operating at the MPP. In Figure 6b , u 2 and u 3 are still in phase while their amplitudes are different, owing to their different maximum power outputs. In addition, amplitude of u 1 is the highest, because it generates the highest active power and compensates the line reactive power to regulate system PF. Figure 6d shows that the line current and grid voltage are always in phase in different steady states. So, unity PF of the system is achieved in both symmetrical and partial shading conditions. Moreover, the steady-state line current amplitude after t = 2s is smaller than the current amplitude before t = 2s, since total active power injected to the grid is smaller when partial shading happens. Output voltages in transient states are shown in Figure 6e , the output voltages of the inverters response immediately according to the control algorithm in Equation (6) . Grid voltage and line current in transient states are presented in Figure 6f . It is clear that the amplitude of the transient line current transient is not too high and the phase angle of line current is also in phase with the grid voltage. So, required unity PF is ensured in the transient state. 
Grid Voltage Sag Condition
To demonstrate the feasibility of the proposed method under grid faults, a simulation test under 10% grid voltage sag is carried out. Before t = 1s, the system operates under rated grid voltage condition. At t = 1s, 10% grid voltage sag is simulated. Simulation results are shown in Figure 7 .
From Figure 7a ,c P1~P3 are identical and DC-link voltages udc1~udc3 reach the same steady-state value during t = 0~1s, which indicates that the system operates under symmetrical conditions and achieves MPPT. In Figure 7b , output voltages of inverter#2 and inverter#3 are identical before t = 1s, while output voltage of inverter#1 is a little different to compensate for the line reactive power. Figure  7d shows that grid voltage and line current are inphase and a satisfactory unity PF is achieved, where the grid voltage is at its rated value. At t = 1s, 10% grid voltage sag is implemented which can be seen in Figure 7d . During this process, output voltage of inverter#1 reacts immediately to compensate for the grid voltage sag as shown in Figure 7b . Meanwhile, inverter#2 and inverter#3 reduce their output voltage amplitudes gradually according to Equation (6) . Eventually, u1~u3 reach new steady-state values to match the sagged grid voltage. In Figure 7d , the amplitude of line current increases to a higher steady-state value after t = 1s to maintain the maximum active power output of all PV inverters and line current is still inphase with the grid voltage to satisfy unity PF requirement. From Figure  7a ,c the steady-state values of P1~P3 and DC-link voltages udc1~udc3 stay unchanged after t = 1s despite 10% grid voltage sag. So, MPPT operation of all PV inverters are still ensured and selfsynchronization of inverter#2 and inverter#3 are realized. Thus, the proposed method is immune to the grid voltage fault. 
To demonstrate the feasibility of the proposed method under grid faults, a simulation test under 10% grid voltage sag is carried out. Before t = 1s, the system operates under rated grid voltage condition. At t = 1s, 10% grid voltage sag is simulated. Simulation results are shown in Figure 7 . 
Grid Frequency Fluctuation Condition
To verify the feasibility of the proposed method under grid frequency fluctuation, a simulation test with random grid frequency variation is performed. Initially, the system operates under rated grid frequency condition. Then random frequency fluctuation is simulated. Simulation results are shown in Figure 8 .
From Figure 8a ,c P1~P3 are identical and DC-link voltages udc1~udc3 reach the same steady-state value, which indicates that the system operates under symmetrical condition and achieves MPPT. In Figure 8d , output voltages of inverter#2 and inverter#3 are identical, while output voltage of inverter#1 is a little different to compensate the line reactive power. Figure 8b shows that grid voltage and line current are inphase and a desired unity PF is achieved. The frequencies of the system are shown in Figure 8e . In the beginning, grid frequency is the rated value. f2-f3 are 50 Hz tracking the rated grid frequency. Then, grid frequency varies randomly. Accordingly, f2-f3 follow to change and track the real-time grid frequency tightly. Thus, the proposed control method is adaptable to the grid frequency fluctuation and can self-synchronize the inverters' frequencies with the grid frequency. So, From Figure 7a ,c P 1~P3 are identical and DC-link voltages u dc1~udc3 reach the same steady-state value during t = 0~1s, which indicates that the system operates under symmetrical conditions and achieves MPPT. In Figure 7b , output voltages of inverter#2 and inverter#3 are identical before t = 1s, while output voltage of inverter#1 is a little different to compensate for the line reactive power. Figure 7d shows that grid voltage and line current are inphase and a satisfactory unity PF is achieved, where the grid voltage is at its rated value. At t = 1s, 10% grid voltage sag is implemented which can be seen in Figure 7d . During this process, output voltage of inverter#1 reacts immediately to compensate for the grid voltage sag as shown in Figure 7b . Meanwhile, inverter#2 and inverter#3 reduce their output voltage amplitudes gradually according to Equation (6) . Eventually, u 1~u3 reach new steady-state values to match the sagged grid voltage. In Figure 7d , the amplitude of line current increases to a higher steady-state value after t = 1s to maintain the maximum active power output of all PV inverters and line current is still inphase with the grid voltage to satisfy unity PF requirement. From Figure 7a ,c the steady-state values of P 1~P3 and DC-link voltages u dc1~udc3 stay unchanged after t = 1s despite 10% grid voltage sag. So, MPPT operation of all PV inverters are still ensured and self-synchronization of inverter#2 and inverter#3 are realized. Thus, the proposed method is immune to the grid voltage fault.
To verify the feasibility of the proposed method under grid frequency fluctuation, a simulation test with random grid frequency variation is performed. Initially, the system operates under rated grid frequency condition. Then random frequency fluctuation is simulated. Simulation results are shown in Figure 8 . 
From Figure 8a ,c P1~P3 are identical and DC-link voltages udc1~udc3 reach the same steady-state value, which indicates that the system operates under symmetrical condition and achieves MPPT. In Figure 8d , output voltages of inverter#2 and inverter#3 are identical, while output voltage of inverter#1 is a little different to compensate the line reactive power. Figure 8b shows that grid voltage and line current are inphase and a desired unity PF is achieved. The frequencies of the system are shown in Figure 8e . In the beginning, grid frequency is the rated value. f2-f3 are 50 Hz tracking the rated grid frequency. Then, grid frequency varies randomly. Accordingly, f2-f3 follow to change and track the real-time grid frequency tightly. Thus, the proposed control method is adaptable to the grid frequency fluctuation and can self-synchronize the inverters' frequencies with the grid frequency. So, the proposed control method can maintain the stability of the system even when grid frequency fluctuation occurs. From Figure 8a ,c P 1~P3 are identical and DC-link voltages u dc1~udc3 reach the same steady-state value, which indicates that the system operates under symmetrical condition and achieves MPPT. In Figure 8d , output voltages of inverter#2 and inverter#3 are identical, while output voltage of inverter#1 is a little different to compensate the line reactive power. Figure 8b shows that grid voltage and line current are inphase and a desired unity PF is achieved. The frequencies of the system are shown in Figure 8e . In the beginning, grid frequency is the rated value. f 2 -f 3 are 50 Hz tracking the rated grid frequency. Then, grid frequency varies randomly. Accordingly, f 2 -f 3 follow to change and track the real-time grid frequency tightly. Thus, the proposed control method is adaptable to the grid frequency fluctuation and can self-synchronize the inverters' frequencies with the grid frequency. So, the proposed control method can maintain the stability of the system even when grid frequency fluctuation occurs.
No-Unity PF Operation
In most gird-connected PV generation applications, unity PF is required. However, no-unity PF and Volt/Var capability of the inverters are required. To verify the PF controllability of the proposed method, a simulation test with a required PF = 0.92 is performed. To achieve PF = 0.92, we just need to set θ* = 0.4027 in Equation (6) . Simulation results are shown in Figure 9 .
From Figure 9a ,b P1~P3 are identical and DC-link voltages udc1~udc3 reach the same steady-state value, which indicates that the system operates under symmetrical condition and achieves MPPT. In Figure 9d , output voltages of inverter#2 and inverter#3 are identical, while output voltage of inverter#1 is a little different to compensate the line reactive power. Figure 9c shows that grid voltage and line current are not inphase and a no-unity PF is achieved. The system PF is shown Figure 9e . Obviously, the required PF = 0.92 is achieved. From the simulation results and analysis above, we can see the advantages and performances of the proposed control method clearly. For an AC-stacked PV inverter system with N inverters, the main advantages and performances of the proposed control method in comparison with the existing control methods are summarized in Table 2 . 
Conclusions
This paper proposes a one-communication-link decentralized control for AC-stacked PV inverter system. It achieves the following objectives: From Figure 9a ,b P 1~P3 are identical and DC-link voltages u dc1~udc3 reach the same steady-state value, which indicates that the system operates under symmetrical condition and achieves MPPT. In Figure 9d , output voltages of inverter#2 and inverter#3 are identical, while output voltage of inverter#1 is a little different to compensate the line reactive power. Figure 9c shows that grid voltage and line current are not inphase and a no-unity PF is achieved. The system PF is shown Figure 9e . Obviously, the required PF = 0.92 is achieved.
From the simulation results and analysis above, we can see the advantages and performances of the proposed control method clearly. For an AC-stacked PV inverter system with N inverters, the main advantages and performances of the proposed control method in comparison with the existing control methods are summarized in Table 2 . 
This paper proposes a one-communication-link decentralized control for AC-stacked PV inverter system. It achieves the following objectives:
(1) It reduces the communication complexity to a great extent compared with existing control methods. Specifically, it reduces N − 1 communication links for a system with N inverters. Thus system reliability is greatly improved and communication cost is reduced; (2) It achieves voltage self-synchronization with grid voltage;
Simulation tests under symmetrical/partial-shading condition, grid voltage sag condition, grid frequency fluctuation condition and non-unity PF requirement condition have verified the effectiveness of the proposed control method. Beyond this study, the possibilities of new ideas will be inspired in future cascaded-type distributed generation systems.
For better operation of the AC-stacked PV inverter system in practical application situation, seeking for optimal configuration of the energy storage system in this architecture and corresponding control methods with high reliability are very important and meaningful. This aspect will be explored in our future work.
